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CONSTRUCTION LIMITS

CONSTRUCTION LIMITS

1. THE UNDERGROUND UTILITIES SHOWN HAVE BEEN LOCATED FROM FIELD SURVEY INFORMATION
AND EXISTING DRAWINGS.  THE SURVEYOR MAKES NO GUARANTEES THAT THE UNDERGROUND
UTILITIES SHOWN COMPRISE ALL SUCH UTILITIES IN THE AREA, EITHER IN SERVICE OR
ABANDONED.  THE SURVEYOR FURTHER DOES NOT WARRANT THAT THE UNDERGROUND UTILITIES
SHOWN ARE IN THE EXACT LOCATION INDICATED ALTHOUGH HE DOES CERTIFY THAT THEY ARE
LOCATED AS ACCURATELY AS POSSIBLE FROM INFORMATION AVAILABLE.  THE SURVEYOR HAS NOT
PHYSICALLY LOCATED THE UNDERGROUND UTILITIES.

SITE UTILITY CONSTRUCTION LIMITS

EXISTING DECIDUOUS TREE

EXISTING MAJOR CONTOUR

EXISTING MINOR CONTOUR

EXISTING BURIED COMMUNICATIONS

EXISTING BURIED ELECTRIC

EXISTING BURIED STEAM

EXISTING CWS/CWRCW
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REMOVE CHAINLINK FENCE
AS NEEDED FOR GRADING
AND SIDEWALK INSTALLATION

INLET PROTECTION
DOWNSTREAM
(NOT SHOWN)

REMOVE EXISTING FIBER
OPTIC LINE, SEE NOTE 6.

EXISTING CHILLED WATER
LINES TO BE REMOVED, SEE
SHEET NOTE 2.

TREE TO REMAIN

1. UNDERGROUND UTILITIES HAVE BEEN SHOWN TO A REASONABLE DEGREE OF ACCURACY AND IT
SHALL BE THE CONTRACTOR'S RESPONSIBILITY TO VERIFY THE EXACT LOCATION OF ALL
UNDERGROUND UTILITIES.

2. SEQUENCING NEEDS TO BE TAKEN INTO ACCOUNT FOR UTILITY REMOVALS.  UTILITY REMOVALS
SHALL BE CAREFULLY COORDINATED WITH THE VA.  MECHANICAL ENGINEER, AND ELECTRICAL
ENGINEER TO INSURE NO DISTURBANCE TO CRITICAL SERVICES AT THE VA.

1. CONSTRUCTION SITE EROSION CONTROL AND SEDIMENTATION CONTROL
SHALL COMPLY WITH THE REQUIREMENTS OF DANE COUNTY, CITY OF
MADISON, AND THE WISCONSIN DEPARTMENT OF NATURAL RESOURCES
(WDNR) "CONSTRUCTION SITE EROSION AND SEDIMENT CONTROL TECHNICAL
STANDARDS".

2. ALL EROSION CONTROL MEASURES SHALL BE ADJUSTED TO MEET FIELD
CONDITIONS AT THE TIME OF CONSTRUCTION AND SHALL BE INSTALLED PRIOR
TO ANY GRADING OR DISTURBANCE OF EXISTING SURFACE MATERIAL ON SITE.

3. ALL EROSION AND SEDIMENT CONTROL MEASURES WILL BE CHECKED FOR
STABILITY AND OPERATION AFTER A RAINFALL OF 0.5 INCHES OR MORE, BUT
NO LESS THAN ONCE EVERY WEEK.  MAINTENANCE OF ALL EROSION CONTROL
STRUCTURES SHALL BE PROVIDED TO INSURE INTENDED PURPOSE IS
ACCOMPLISHED. CONTRACTOR SHALL BE RESPONSIBLE FOR CLEANUP AND
REMOVAL OF ALL SEDIMENT WHEN LEAVING PROPERTY.  EROSION CONTROL
MEASURES MUST BE IN WORKING CONDITION AT END OF EACH WORK DAY.

4. SILT FENCE SHALL BE INSTALLED IN THE LOCATIONS SHOWN ON THE
CONSTRUCTION PLANS OR AS OTHERWISE COORDINATED BETWEEN VA AND
ENGINEER.  SEDIMENT DEPOSITS WILL BE REMOVED FROM BEHIND THE SILT
FENCE WHEN DEPOSITS REACH A DEPTH OF 6 INCHES.  THE SILT FENCE WILL
BE REPAIRED OR REPLACED AS NECESSARY TO MAINTAIN A BARRIER.

5. FILTER FABRIC SHALL BE INSTALLED BENEATH INLET COVERS TO TRAP
SEDIMENT AS PER INLET PROTECTION DETAIL IN THE LOCATIONS SHOWN ON
THE CONSTRUCTION PLANS OR AS OTHERWISE COORDINATED BETWEEN VA
AND ENGINEER.

6. EROSION CONTROL MEASURES SHALL BE MAINTAINED ON A CONTINUING
BASIS UNTIL SITE IS FULLY STABILIZED.

7. PERIODIC STREET SWEEPING WILL BE COMPLETED BY THE CONTRACTOR
TO MAINTAIN THE PUBLIC STREET FREE OF DUST AND DIRT.

8. SILT FENCE SHALL BE INSTALLED IN HORSESHOE FASHION AROUND ALL
TOPSOIL AND FILL STOCKPILES.

9. REMOVE EROSION CONTROL MEASURES ONLY WHEN SITE IS FULLY
STABILIZED.

10. SITE DEWATERING.  WATER PUMPED FROM THE SITE SHALL BE TREATED
BY SEDIMENT BASINS OR OTHER APPROPRIATE BEST MANAGEMENT
PRACTICES SPECIFIED BY THE WDNR TECHNICAL STANDARDS.  WATER SHALL
NOT BE DISCHARGED IN A MANNER THAT CAUSES EROSION OF THE SITE,
ADJACENT SITES, OR RECEIVING CHANNELS.

11. WASTE AND MATERIAL DISPOSAL.  ALL WASTE AND UNUSED BUILDING
MATERIALS (INCLUDING GARBAGE, DEBRIS, CLEANING WASTES,
WASTEWATER, TOXIC MATERIALS, OR HAZARDOUS MATERIALS) SHALL BE
PROPERLY DISPOSED IN ACCORDANCE WITH LANDFILL TIPPING FEE AND
RECYCLING REQUIREMENTS AND NOT ALLOWED TO BE CARRIED OFF-SITE BY
RUNOFF OR WIND.

12. TRACKING.  ANY SEDIMENT REACHING A PUBLIC OR PRIVATE ROAD SHALL
BE REMOVED BY STREET CLEANING, TO THE SATISFACTION OF THE VA
BEFORE THE END OF EACH WORKDAY.

13. SEDIMENT CLEANUP.  ALL OFF-SITE SEDIMENT DEPOSITS OCCURRING AS A
RESULT OF A STORM EVENT SHALL BE CLEANED UP BY THE END OF THE NEXT
WORK DAY.  ALL OTHER OFF-SITE SEDIMENT DEPOSITS OCCURRING AS A
RESULT OF CONSTRUCTION ACTIVITIES SHALL BE CLEANED UP BY THE END OF
THE WORK DAY.

14. ALL DISTURBED GROUND LEFT INACTIVE FOR SEVEN OR MORE DAYS
SHALL BE STABILIZED BY TEMPORARY OR PERMANENT SEEDING OR
EQUIVALENT BEST MANAGEMENT PRACTICES.

15. SOIL OR DIRT STORAGE PILES SHALL BE LOCATED A MINIMUM OF 30 FEET
FROM ANY DOWNSLOPE ROAD, LAKE, STREAM, WETLAND, OR DRAINAGE
CHANNEL.  STRAW BALE OR FILTER FABRIC FENCES SHALL BE PLACED ON THE
DOWN SLOPE SIDE OF THE PILES.  IF REMAINING FOR MORE THAN THIRTY
DAYS, PILES SHALL BE STABILIZED BY MULCHING, VEGETATIVE COVER, TARPS
OR OTHER MEANS.

16. REPAIR ANY SILTATION OR EROSION DAMAGE TO ADJOINING SURFACES
AND DRAINAGEWAYS RESULTING FROM LAND DEVELOPMENT OR LAND
DISTURBING ACTIVITIES.

17. KEEP A COPY OF THE EROSION CONTROL PLAN ON SITE.

1. EXISTING CONDITIONS SHALL BE FIELD VERIFIED BY THE CONTRACTOR
AND DISCREPANCIES REPORTED TO THE ENGINEER PRIOR TO STARTING
WORK.

2. CONTRACTOR SHALL VERIFY ALL EXISTING LINES NOTED FOR REMOVAL.
CHILLED WATER LINE REMOVAL TO BE COORDINATED WITH VA.  IT IS
INTENDED FOR THE OLD CHILLED WATER LINES TO BE REMOVED AND THE
NEW CHILLED WATER LINES INSTALLED IN THE SAME TIMEFRAME AND
FOLLOW THE EXISTING PATH.

3. CONTRACTOR IS RESPONSIBLE FOR SECURING THE JOB SITE TO PROTECT
THE PUBLIC.  COORDINATE WITH VA.

4. CONTRACTOR IS RESPONSIBLE FOR COMPLIANCE WITH LOCAL
ORDINANCES FOR DUST CONTROL.  COORDINATE WITH  VA.

5. VA WILL REMOVE ALL PLANTINGS IN AREAS OF EXCAVATION UNLESS
OTHERWISE NOTED.  COORDINATE AT LEAST 2 WEEKS PRIOR TO
CONSTRUCTION ACTIVITIES IN THESE AREAS TO COORDINATE WHAT
REMOVALS ARE NEEDED TO PERFORM THE WORK.

6. NEW FIBER OPTIC MUST BE FULLY TESTED AND ACCEPTABLE TO
VA/ENGINEER BEFORE EXISTING FIBER OPTIC IS REMOVED.  COORDINATE
WITH VA AND ELECTRICAL ENGINEER.

REMOVE EXISTING CONCRETE

SILT FENCE, SEE 2/C-900

INLET PROTECTION, SEE 5/C-900
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REPLACE
CONCRETE WALK
IN-KIND

PROTECT TREE,
SEE NOTE 1

2%

4%

REFER TO E-050 FOR DUCT BANK

CONTRACTOR TO VERIFY ACTUAL
ELEVATION OF EXISTING
ELECTRICAL DUCT AT THIS
LOCATION AND COORDINATE
CROSSING OF PROPOSED UTILITIES

CONCRETE STEPS
3 RISERS @ 18"

GRADE TO MAINTAIN
POSITIVE DRAINAGE

REPLACE
CONCRETE STEPS
AND HAND RAIL
IN-KIND

REPLACE CONCTETE CURB
AND GUTTER AS NEEDED FOR
SIDEWALK RAMP.  (MATCH
EXITING GRADES.

2%

891.18
(VERIFY
IN FIELD)

891.08
(VERIFY
IN FIELD)

CONCRETE
SIDEWALK

CURB RAMP,
TYP.

REFER TO H-050 FOR CHILLED WATER

GENERAL NOTES:

1. VA INTENDS TO SAVE TREE.  TRIM ROOTS AND PROTECT AS NEEDED.   IF TREE CANNOT BE SAVED, VA
SHALL BE NOTIFIED IMMEDIATELY.

2. ALL DISTURBED LAWN AREAS SHALL BE RESTORED USING MADISON PARKS BLEND FULL SUN.

3. CONTRACTOR SHALL MAKE THE ATTEMPT TO MITIGATE DAMAGE TO EXISTING BUSHES/SHRUBS.
COORDINATE WITH VA STAFF ON REMOVAL OR RELOCATION.

4. PROTECT EXISTING UTILITIES AND SURFACE IMPROVEMENTS TO REMAIN. ANY DAMAGE SHALL BE
REPAIRED OR REPLACED AT THE CONTRACTOR'S EXPENSE.

5. GRADING BETWEEN BUILDING 2 AND G-WING SHALL BE GRADED BACK TO EXISTING AND TO AN
ACCEPTABLE LEVEL TO MAINTAIN POSITIVE DRAINAGE. ALL SLOPES SHALL BE MOWABLE (4:1) UNLESS
SPECIFICALLY COORDINATED WITH VA.

6. DETAILS FOR CHILLED WATER AND FIBER OPTIC INSTALLATION SHOWN ON ELECTRICAL AND MECHANICAL
PLANS.

7. TRENCH BACKFILL UNDER SIDEWALKS, PAVEMENT, OR STRUCTURES SHALL BE GRANULAR COMPACTED AT
95% PROCTOR.

    CONCRETE SIDEWALK

    CONTROL POINT

    PROPOSED CONTOUR

    DRAINAGE ARROW
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SILT FENCE
2

SILT TIE BACK AND TRENCH
1

INLET GRATE SCREEN − SQUARE/RECTANGULAR
3

INLET GRATE SCREEN − ROUND
4

INLET PROTECTION
5



CONCRETE SIDEWALK
1

ISOLATION JOINT
2

TYPICAL TIE BAR LOCATION
4

STAIR AND RAILING DETAIL
5

DETECTABLE WARNING FIELD − TRUNCATED DOMES
6

CURB RAMP
8

VERTICAL FACE CONCRETE CURB & GUTTER
7

THIS SPACE NOT USED
3


